Contact : Stephen Title: Sheringham house gas test
Company: City Restoration No. Items: 15
Email: s.fish@cityrestoration.co.uk

Investigation and trace gas testing to flat 48 Sheringham house.
Tests conducted 16/04/24 by Stephen Fish & Ryan Milner

Resident explained that the staining to the ceiling came through a short while after extremely heavy rain
in March and had not really changed much since despite recent rainfall.
The ceiling was completely dry to touch and thermal imaging did not reveal anything obvious.
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Adjacent to the flat is a storage cupboard with a redundant hatch to the roof, this had water marks to the
underside and shows up as a cold spot.

page 3 of 8



/s -, Contact: Stephen Title: Sheringham house gas test
i Company: City Restoration No. Items: 15

e
( Email: s.fish@cityrestoration.co.uk
TOR/

™

After careful measuring this is the area over the hatch.
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Gas was injected into the ceiling space by removing a downlight nearest to the stain and the roof examined
with the test equipment.

Eventually, after much searching, the tester showed a positive result just
under the flap of roof material over the lightning conductor.
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The leak is in a very sheltered location which would explain why it only
presented after extreme conditions.
A temporary but effective repair was carried out using CT1 sealant.
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The sheltered position combined with the repair should resolve the issue until such time as the roof is
renewed.
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There are many patch repairs already, and the waterproof membrane is no longer fixed to the substrate.
It will begin to fail at joints with movement and replacement should be considered in the near future.
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